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GENERAL NOTES

SEE DRAWING JBE8B700G007 FOR PIPE SUPPQRTS.

SEE DRAWING JBE8700G003 FOR INSTRUMENT CONNECTIONS.

ALL HOG PIPING, BAFFLES AND PLATES TO BE IN ACCORDANCE WITH
THE REQUIREMENTS SET FORTH IN SPECIFICATION 15895.

CONNECT 3/4" HOG LINE TO EXISTING PENETRATION ACCORDING TO THE
GUIDELINES SET FORTH IN SPECIFICATION 15895.

THE HOG PIPING SHOWN DARKENED IS WBS 1.6.6 SCOPE, WHILE THE HOG
PIPING IN PHANTOM ARE WBS 1.8 SCOPE AND IS EXISTING.

TIE IN POINT FOR SAMPLE PANEL EXHAUST.
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3/4" HOG DRAIN VALVE TO BE PURCHASED USING EQUIPMENT SPEC 106060000-EQ-003,
WITH A MANUAL HANDWHEEL CAPABLE OF BEING OPERATED USING AN EXTENSION SHAFT.
SEE DETAIL 2 ON DRAWING J8E8520H501 FOR ADDITIONAL INFORMATION.
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